STATE OF CALIFORNIA
BUILDING STANDARDS COMMISSION

INITIAL EXPRESS TERMS
FOR
PROPOSED BUILDING STANDARDS
OF THE
CALIFORNIA BUILDING STANDARDS COMMISSION
REGARDING THE
2019 CALIFORNIA GREEN BUILDING STANDRDS CODE (CALGREEN)
CALIFORNIA CODE OF REGULATIONS, TITLE 24, PART 11

(BSC 06/18)

LEGEND FOR EXPRESS TERMS
1. Existing California amendments appear upright.
2. Amended or new California amendments appear underlined.

3. Repealed California language appears upright-anrd-r-strikeout:

INITIAL EXPRESS TERMS

ITEM 1. CBSC Proposes to amend Chapter 5, Section 5.302

Section 5.302
DEFINITIONS

5.302.1 Definitions. The following terms are defined in Chapter 2.
CONSTRUCTION SITE

DISINFECTED TERTIARY RECYCLED WATER

RECLAIMED (RECYCLED) WATER

RECYCLED WATER SUPPLY SYSTEM

Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

ITEM 2. CBSC Proposes to amend Chapter 5, Section 5.106.5.3.5

5.106.5.3.5 [N] Euture charging spaces. Future charging spaces qualify as designated
parking as described in Section 5.106.5.2 Designated parking for clean air vehicles.

Notes-
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Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

ITEM 3. BSC proposes to amend and repeal language in Sections 5.304.1 through
5.304.5

5.304.1 Scope. For the purposes of determining mandatory landscape irrigation
requwements for nonre3|dentlal constructlon see the Department of Water Resources’
¢ Model
Water EfflClency Landscape Ordlnance (MWELO) contamed within Chapter 2.7,
Division 2, Title 23, California Code of Regulations.
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Notation
Authority: Health and Safety Code Sections 18930.5.
Reference: Health and Safety Code Section 18930.5.

ITEM 4. CBSC Proposes to amend Chapter 5, Section 5.305

Section 5.305
WATER REUSE SYSTEMS

5.305.1 Recycled Water supply systems. Recycled water supply systems...

5.305.1.1 Outdoor recycled water supply systems [N]. All newly constructed
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5.305.1.2 Technical requirements for outdoor recycled water supply systems [N].
recycled water supply systems...

Notation:
Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
ITEM 5. CBSC Proposes to amend Chapter 5, Section 5.407.1

SECTION 5.407
WATER RESISTANCE AND MOISTURE MANAGEMENT

5.407.1 Weather protection. Provide a weather-resistant exterior wall and foundation
envelope as requwed by Cahfornla BU|Id|ng Code Sectlon 14032 2 (Weather Protection)

manufacturers mstallatlon instructions or Iocal ordrnance whichever is more stringent.

Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

ITEM 6. CBSC Proposes to amend Chapter 5, Sections 5.504.4.4 and 5.504.4.6

SECTION 5.504
POLLUTANT CONTROL

5.504.4.4 Carpet systems.
All carpet installed in the building interior shall meet at least one of the following testing
and product requirements:

Carpet ...

Compliant ..

NSF/ANSI ..

Scientific ..

Compliant with the Collaborative for High Performance Schools California

(2014 CA-CHPS) Criteria tnterpretationfor EQ-7-0-and-EQ-7~1-(formery EQ
2-2-dated-July-2012 and listed in the CHPS High Performance Product

abrwnpE

Database.
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Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

5.504.4.6 Resilient flooring systems. For 80 percent of floor area receiving resilient
flooring, install resilient flooring which meets one of the following:

1. Certified under ..;

2. Compliant with the VOC-emission ..

3. Compliant with the Collaborative for ngh Performance Schools California (2014

CA-CHPS) Criteria interpretationfor EQ-7-0-and-EQ-71-(formerly EQ-2.2) dated
July-2012 and listed in the CHPS High Performance Product Database;

4. Products ...

Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

ITEM 7. CBSC Proposes to amend Chapter 5, Section 5.504.5.3

SECTION 5.504
POLLUTANT CONTROL

5.504.5.3 Filters. In mechanically ventilated buildings, provide regularly occupied areas
of the building with air filtration media for outside and return air that provides at least a
Minimum Efficiency Reporting Value (MERV) of 8 13. MERYV 8 13 filters shall be
installed prior to occupancy, and recommendations for maintenance with filters of the
same value shall be included in the operation and maintenance manual.

Exceptions:
1. An ASHRAE 10-percent to 15-percent efficiency filter shall be permitted for an

HVAC unit meeting the-2013-Califernia-Energy-Code-having 60,000 Btu/h or less

capacity per fan coil, if the energy use of the air delivery system is 0.4 W/cfm or
less at design air flow.

2. Existing mechanical equipment.

Notation:
Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
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Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

ITEM 8. CBSC Proposes to amend Chapter 5, Section 5.505.1

5.505.1 Indoor moisture control. Buildings shall meet or exceed the provisions of the
California Building Code, CCR, Title 24, Part 2, Section 12032(Ventilation) and Chapter 14

(Exterior Walls). For additional measures-ret-applicable-to-low-rise-residential-oceupancies;
see Section 5.407.2 of this code.

Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

ITEM 9: CBSC proposes to update Chapter 8 to repeal DWR’s Appendix D
MWELO references
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Notation
Authority: Health and Safety Code Sections 18930.5.
Reference: Health and Safety Code Section 18930.5.

ITEM 10. CBSC Proposes to amend Appendix Chapter A5, Section A5.504.4.7 and
A5.504.4.7.1

A5.504.4.7 Resilient flooring systems, Tier 1. For 90 percent of floor area receiving
resilient flooring, install resilient flooring that is

1. Certified under ...;

2. Compliant with the VOC..

3 Compliant with the CoIIaboratlve for High Performance Schools California (2014
CA-CHPS) Criteria Interpretation for EQ 7.0 and EQ 7.1 {formerly EQ 2.2} dated
Juguz@}z and listed in the CHPS High Performance Product Database ;or

4. Products .
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A5.504.4.7.1 Resilient flooring systems, Tier 2. For 100 percent of floor area
receiving resilient flooring, install resilient flooring that is

1. Certified under...

2. Compliant with .

3. Compliant with the Collaborative for High Performance Schools California

(2014 CA-CHPS) Criteria interpretationfor EQ-7-0-and-EQ-7~1-(formerly

EQ22)dated-July-2012 and listed in the CHPS High Performance Product
Database ;or

4. Products ...

Exception: . . .

Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

ITEM 11. CBSC Proposes to amend Appendix Chapter A5, SectionA5.504.4.8

A5.504.4.8 Thermal insulation, Tier 1. Comply with the following standards:
1. Chapters 12-13 ...,

2. The VOC-emission limits defined in 2009 2014 CA-CHPS criteria and listed on
its High Performance Products Database.

3. California Department ...

Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

ITEM 12. CBSC Proposes to repeal Sections A5.504.5.3.1 and A5.504.5.3.1.1 in
Appendix Chapter AS5.

SECTION A5.504
POLLUTANT CONTROL
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Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

ITEM 13. CBSC proposes to update Appendix Chapter A5, Section A5.602

A5.602
CALGreen VERIFICATION GUIDELINES
MANDATORY MEASURES CHECKLIST

Application: This checklist shall be used for nonresidential projects that meet one of

the following: new construction, building additions of 1,000 sq. ft. or greater or building
alterations with a permit valuation of $200,000 or more pursuant to Section 301.1 AND
do not trigger a Tier 1 or Tier 2 requirement:

Y = Yes (section has been selected and/or included)

N/A = Not Applicable (Code section does not apply to the project, mainly used for
additions and alterations)

O = Other (provide explanation)

[N]=New construction pursuant to Section 301.3

[A]=Additions and/or Alterations pursuant to Section 301.3

Plan sheet,
DIVISIONS SECTION TITLE SECTION [ Y |N/A|O| Attach
Reference
DIVISION 5.3
Water
Efficiency | Mandatory |[Outdoorwateruse-inlandscape-areasequal| 5-304-2
and to-er-greaterthan-500-sf
Conservation Mandatory (Outdoorwater-use-inrehabilitated-tandscape| 5-304-3
. i | |
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2.500-sforless
areas
Mandatory [Outdoor water supply systems (with 5.305.1.1

exceptions 1-4)

Mandatory [Technical requirements for outdoor recycled | 5.305.1.2
water supply systems

END OF MANDATORY PROVISIONS

A5.602.1
CALGreen VERIFICATION GUIDELINES
TIER 1 CHECKLIST

Application: This checklist shall be used for nonresidential projects that meet the
following: new construction, or building additions of 1,000 sq. ft. or greater, or building
alterations with a permit valuation of $200,000 or more pursuant to Section 5.301.1,
AND are adopting Tier 1 voluntary measures.

Note: All applicable mandatory requirements in chapter 5 shall be met prior to applying
Tier 1 voluntary measures.

Instructions:

Comply with all Tier prerequisite measures from the various categories shown on the
table below.

Add a “Y” to all Mandatory and Tier 1 prerequisite provisions in the appropriate
columns.

Select the required number of additional electives from those categories shown on the
table below and add a “Y” on the selected elective and add an “N” on the rest.

Count the total number of Tier 1 prerequisite measures plus the additional electives and
write down the total number at the end of the checklist. Determine if the required
number of Tier 1 measures have been selected to achieve Tier 1 compliance.
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Y=Yes (section has been selected and/or included)
N=No (section has not been selected and/or included)
O=0Other (provide explanation)

[N]=New construction pursuant to Section 301.3
[A]=Additions and/or Alterations pursuant to Section 301.3

CHAPTER 5 CODE Plan sheet, Spec
DIVISIONS SECTION TITLE SECTION or Attach
Reference
Water to-or greaterthan-500-sf
Efficiency and |Mandatory  [Outdoorwater use-inrehabilitated landscape | 53043
Conservation projects-with-areas-egqual-to-orgreaterthan
2.500-st-or-less
areas
Mandatory  [Qutdoor water supply systems (with 5.305.1.1
exceptions 1-4)
Mandatory [Technical requirements for outdoor recycled 5.305.1.2
water supply systems
Additional Select 1 additional measure Add section
Measures i3
Total number 15
of Measures
required
for Tier 1
Total number
of Measures
selected
A5.602.2
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CALGreen VERIFICATION GUIDELINES

TIER 2 CHECKLIST

Application: This checklist shall be used for nonresidential projects that meet the
following: new construction, or building additions of 1,000 sq. ft. or greater, or building
alterations with a permit valuation of $200,000 or more pursuant to Section 5.301.1,
AND are adopting Tier 2 voluntary measures.

Note: All applicable mandatory requirements in chapter 5 shall be met prior to applying
Tier 2 voluntary measures.

Instructions:
Comply with all Tier 2 prerequisite measures from the various categories shown on the
table below.
Add a “Y” to all Mandatory and Tier 2 prerequisite provisions in the appropriate
columns.
Select the required number of additional electives from those categories shown on the
table below and add a “Y” on the selected elective and add an “N” on the rest.
Count the total number of Tier 1 prerequisite} measures plus the additional electives
and write down the total number at the end of the checklist. Determine if the required
number of Tier 2 measures have been selected to achieve Tier 2 compliance.

Y=Yes (section has been selected and/or included)
N=No (section has not been selected and/or included)
O=0Other (provide explanation)

[N]=New construction pursuant to Section 301.3
[A]=Additions and/or Alterations pursuant to Section 301.3

CHAPTER 5 CODE Plan sheet, Spec
DIVISIONS SECTION TITLE SECTION or Attach
Reference
Water to-orgreaterthan-500-sf
Efficiency and Mandatory  [Outdoorwater-use-inrehabilitatedlandscape | 5:304:3
Conservation projects-with-areas-equal-to-or-greaterthan
2.500-sforless
areas
Mandatory  [Qutdoor water supply systems (with 5.305.1.1
exceptions 1-4)
Mandatory [Technical requirements for outdoor recycled 5.305.1.2
water supply systems
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Additional Select 3 additional measures Add section
Measures it
Total number 25

of Measures
required
for Tier 2

Total number
of Measures
selected

Notation:

Authority: Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).

Reference — Health & Safety Code Sections 18930.5, 18934.5 and 18931.7(b).
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